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Village Hall:  Geary Electric has been contacted to schedule the thermo scan 

recommended by Scottsdale Insurance after Hartford Steam Boiler’s inspection of the 

main electrical distribution system at the Village Hall.   

 

The Hartford Steam Boiler report recommending the installation of electrical surge 

suppression on the main and distribution panels has been clarified by Lundstrom 

Insurance.  Per Mike Bennett, “While their recommendations may still be valid, the 

underwriters do not require that the surge protection be installed and you can do with 

the recommendations as you deem appropriate.  I believe that this error may have 

occurred because Scottsdale previously provided your equipment breakdown coverage 

but no longer do.  Hartford Steam Boiler was utilized by Scottsdale for loss control 

relating to the equipment breakdown coverage.  Equipment breakdown is now provided 

by Cincinnati Insurance.” 

 

Village Hall grounds:  Nicor has installed a new distribution line to the new residence 

south of the Village Hall.  At the same time, Nicor rerouted the gas supply line to the 

generators at the blockhouse from the main gas line to the new distribution line.  Repairs 

are being made to the irrigation system and then the restoration work will be completed. 

 

Fire Station:  Kings Contracting has submitted a proposal for the recommended repairs 

to the Fire Station roof in the amount of $1,220.00.  Repairs will be completed within the 

next two weeks, weather permitting. 


